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Cautions

Before using this product, please read the instruction manual carefully.
Non-professionals should not disassemble the machine; wrong reassembly may
cause electric shock or fire. If you need maintenance or repair, please contact the
after-sales service center.

® For your safety, please disconnect all power and cables of this equipment before
maintenance or cleaning.
Note: Non-professionals are not allowed to install this device and battery.
In order to ensure the best working condition of this device, please select the
appropriate cable size correctly.

® Please try to avoid using metal tools near the battery. If you must use it, please be
careful. Dropping the tool may cause sparks or short circuits on the battery or other
electrical components, or even cause an explosion.

® When disconnecting the AC or DC terminals, please strictly follow the installation
steps. For details, please refer to the "Installation" section of this manual.

® Grounding Instructions - This equipment should be connected to a permanently
grounded wiring system. Be sure to follow local requirements and regulations when
installing this equipment.

Do not short-circuit the AC output and DC input, and do not connect the mains when

short-circuited.
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1 General Introduction

This manual mainly introduces product information, functional operation, equipment installation and

maintenance guidelines. This brochure does not cover all information related to photovoltaic.

1.1 Brief Description

The hybrid inverter integrates PV power generation and energy storage; it focuses on providing high
power generation and stable power supply. It is designed according to market requirements of
residential and industrial hybrid system. It not only can be used in self-consumption hybrid system,
but also be used for battery back system. To meet different condition, it can work at on-grid and off-

grid condition. You can parallel more inverters to meet industrial system requirements.

1.2 Product Features
The hybrid inverter adopts advanced digital control technology, which optimizes the control

performance and improves the reliability of the system. The inverter features as below:

Intelligent management system and a variety of working modes to meet different customer needs.

® Strong scalability. Support different power inverters parallel, support a maximum of 20 inverters
parallel operation.

® Supports on/off-grid work mode switching. Strong overload capability. 110% overload can run
for 2 hours. 100% unbalanced load is supported

® Installed a large touch screen color. It also supports computer, mobile phone or Internet remote
monitoring, operation and upgrade. The operating information such as inverter and battery mode
can be set on the touch screen.

® Protection class IP65. Light weight, small size. Easy to install.

Two MPPT, flexible module configuration.

® [ndependent AC input interface for diesel generator. Support storage of energy from diesel
generators.

® With intelligent load or AC coupling device interface. Suitable for a variety of scenarios.

® Photovoltaic arc is detection optional. With photovoltaic input lightning protection.

® With reactive power regulation function.

® Supports over temperature, overcurrent, and short circuit protection. Supports anti-island

protection and other protection functions. Ensure the safe, stable and reliable operation of the

system.
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1.3 Product Appearance Introduction

The appearance of this product and its various descriptions are shown in Figure 1.1 and Table 1.1 below.
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Figure 1.1 Overview of Hybrid Inverter Appearance

Number Definition Description
1 Indicator light
2 LCD display screen
3 Function buttons
4 Battery forced start button
5 PV input knob
6 Battery input interface
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7 Modbus interface

8 Meter-485 interface

9 Parallel communication interface

10 CT and other port

11 BMS interface

12 Grid switch

13 Load interface

14 Gen interface

15 PV input interface With 2 MPPT
16 WIFTI interface

Table 1.1 Description of product components

1.4 Product Size
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® Size W*H*D mm : 542x648x288.
® Weight kg : 45.

1.5 System structure

As shown in Figure 1.2, it shows the basic application of the solar-storage integrated machine, and
its complete operating system also includes: diesel generators, power grids, and photovoltaic modules.
Depending on your requirements, other possible system architectures are available from your system
integrator. The device can power a variety of appliances in a home or office environment, including

motor-type appliances such as refrigerators and air conditioners
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Figure 1.2 Complete operation system of hybrid inverter
1.6 Inverter parameter

The detailed technical specifications of this equipment are detailed in the annex 3.
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2 Installation Instructions

2.1 Installation preparation

2.1.1 Installation Notes Reiterated

This device is designed for outdoor use IP65, please ensure that the installation site meets the
following conditions:

® Out of direct sunlight.

Not in areas where highly flammable materials are stored.

Not in potentially explosive area.

Do not expose directly to cold air.

Keep away from TV antennas or antenna cables.

2.1.2 Installation environment, space requirements

To ensure the normal operation of the hybrid inverter, please install the equipment in a controlled
environment. At the same time, in order to avoid overheating of the energy storage converter module,
please keep the storage device ventilated smoothly. The ventilation holes and fans must not be blocked
by sundries. The installation site must meet the following conditions:

1 Close to the power supply, easy to distribute power.

2 Clean and dust-free environments.

3 The altitude does not exceed 2000m. If exceeded, it shall be derated according to relevant national
standards.

4 The ambient temperature is -45~60°C.

5 No corrosive, explosive and insulating gas and conductive dust, and keep away from heat sources.
6 No vibration and bumps, and the vertical inclination does not exceed 5%.

7 Ifthe energy storage converter module operates in an air-conditioned environment around 20°
C, it will improve reliability and prolong service life.

Consider the following points before choosing an installation location:

® For installation, please choose a vertical wall with strong load-bearing capacity, suitable for
installation.

On concrete or other non-flammable surfaces, install as shown in figure 1.3 below.

Install this inverter at the line-of-sight level so that the LCD display can be read at any time.

The ambient temperature should be between-45 ‘C and 60 C to ensure the best operation.

Please install the equipment in a position with sufficient distance reserved, as shown in figure

Zhejiang Chisage New Energy Technology Co.Ltd.
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2.1 to ensure sufficient heat dissipation and enough space to remove the stitches. For proper air

circulation to dissipate heat, leave a gap of approximately 1000mm. Lateral 500mm, upper and

lower 500mm, and anterior outflow of 1000mm.

>500mm

>500mm

R
/

>500mm

>500mm

Figure 2.1 recommended reserved distance around the equipment

2.1.3 Installation tool preparation

Phillips screwdriver specification: PH2, moderate length , diameter 5.5mm, 10mm, 13mm wrench
or sleeve for M3, M6, M8 outer hexagon screws

2.1.4 Inspection of out-of-box accessories

Please check the equipment before installation. Please make sure that there is no damage to the

packing. The package you receive should include the items in Table 2.1, as shown in figure 2.2 below.
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Table 2.1 Product list details

Serial . . .
Item name/specification Quantity Remarks
number
1 Inverter this equipment 1
2 User manual 1 [Place it in the box
3 Shipment inspection report 1
4 |V07.00001.05 mounting bracket 1
Hardware/screws/stainless steel built-in expansion screws, hexagonal . )
5 ] ) 4 For securing the chassis
internal expansion bolts, M8*80
6  |Allen stainless steel combination screws M6X16 4  |For fixing small enclosures
7 Allen stainless steel combination screws M4X12 4  |For fixing large enclosures
8 'Wi-Fi Stick 1 Shipped with the shipment
9 Current sensor/CTSA016 100A/50mA 3

Communication cable/Cat5e super 5 category 5 finished network cable 2

meters long

11 |CAN parallel wire/twisted pair shielded wire 2m 1 |For parallel operation
1 PV input connector/MC4/line end female end/H4CFD2TMS/nut with 3
pin
13 |PV input connector/MC4/line-end male/H4CMD2TMS/nut with pin 3
14 |Smart Meter/SMD630 or DTSU666 1 Optional
Battery Temperature Sensor/NTC Temperature Sensor B3950 10K .
15 ; . 1 Optional
thermistor, stainless steel waterproof probe 3 meters long
16  |Certificate 1
17  |Warranty card 1
18  [PE transparent bag/transparent zip lock bag 160*320 3 Assembl.y accessories,
accessories, etc.
19  [Excipients / environmental protection / desiccant / 5g / pack 3 |Packed in a box
20 |L-shaped 3mm hexagon wrench 1 |Optional
21 |40A/Black five-core wiring plug/Rotary type/VPACO6EW-5P(SC)2-001 1 For connecting to the grid
22 [35A/Black five-core wiring plug/Rotary type/VPACO6EW18-5P(SC) 1 For connecting to the load
23 [30A/Blue five-core wiring plug/Rotary type/VPACO6EW18-5P(SC)B 1 |For connecting to the gen
24 |Battery terminal guard 1
25  |Round stainless-steel combination screws M4X30 4 For fixing Battery terminal

guard
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Hybrid Inverter X1

| User Shipment Certificate
2 manual inspection of
b report approval
Shipment inspection report Certificate of approval

Warranty
Card

Warranty Card
X1

Wallmounting backet X1

X1
Stainless steel anti-collision

bolt M8X80
X4

o

=

PV input connector/MC4 line | PV input connector/MC4 line Allen stainless steel
end male/HACMD2TMS/ end female/H4CFD2TMS/ combination screws M4X12
with pin nut X3 with pin nut X3 X4
o NTC Battery Temperature Round stainless steel
Communication cable Can parallel line Sensor combination screws M4X30
X 2m X 2m X1 X4
YCRCNCRCY e
L1
o o
—
00009
(Optional) .
Smart Meter Self-seglmg bags x5
X1 Desiccant %3

[%m

Grid connector/40A/Balck
VPACOBEW-5P(SC)2-001
X1

Load connector/35A/Black
VPACOSEW18-5P(SC)
X1

Gen connector/30A/Blue
VPACOBEW18-5P(SC)B
X1

Battery guard cover
X1

Figure 2.2 Product list details
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2.2 Introduction of equipment terminal

The function of the keys near the LCD is shown in figure 2.3.The function of the connection socket
and through hole at the bottom of the equipment is shown in figure 2.4. The function of the button
and knob on the side of the equipment is shown in figure 2.5. The internal and external interface board

of the equipment is shown in figure 2.6. The corresponding terminal function is shown in Table 2.2.
Figure 2.3 key definition near LCD Figure 2.5 definition of side buttons and knobs on the device

O o] o] O
DC AC Normal Alarm

/ s
( \‘ © ‘QK -~
>/
ON/OFF
OFF
N
JAN < j | ON
up Enter Esc e s)
PV SWITCH
i
| 1
i \ 0 \

Do ==

BWB PuaeLA_ PualieLl  Melr 85 MODEBUS 01 020094880007 08

aSSANaad EasEEaEN asaaaaEs|

o e
O
S

TT] [T o [IF il BT 1]
o d|l i p |l TPe
D d
/N JD Q L'0 KB
iy P G o = = = == =
) THEET HiED THEET ﬁ, =i i) )
© QOIEEF o\‘éS ol IE D SETTEED] | N o D ©

Figure 2.4 definition of socket terminal at the bottom of the device
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